NOTES:
1) REFER TO SECTION 13110 OF THE SPECIFICATIONS
2) FOR INSULATING FLANGE MATERIALS SEE WC-04
3) INSULATING WASHERS REQUIRED ON BOTH SIDES OF EACH FLANGE PAIR
4) FULL LENGTH INSULATING SLEEVES REQUIRED ON ALL FLANGE STUDS. HALF LENGTH SLEEVES REQUIRED ON FLANGE BOLTS NEAR BONNET
5) INTERNAL COATING SHALL BE APPLIED OVER MORTAR LINING IN ACCORDANCE WITH SECTION 13110
6) FOR TESTING REQUIREMENTS SEE WC-05

BURIED INSULATED VALVE DETAIL

WATER AGENCIES STANDARDS
COMMITTEE APPROVAL: 07/30/2007
DRAWING NUMBER: WC-07